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          Всё энергетическое оборудование электрифицированных объектов от внутренних проводок, аппаратуры защиты,  управления, учёта до преобразовательных устройств подвергается воздействиям потоков включений и отключений  электроприёмников (ЭП). Эти потоки являются основой формирования электрических нагрузок. Отмечено большое  сходство потоков включений ЭП с известными потоками событий, описанными в теории вероятностей. Показано наличие  у потоков включений ЭП свойств стационарности, ординарности и отсутствие последействия, что позволяет считать эти  потоки простейшими. Полученные с помощью регистрирующих амперметров регистрограммы электрических нагрузок  обрабатывались с использованием методов теории вероятностей и математической статистики. Исследовались потоки  включений и выключений ЭП на вводах электрифицированных объектов и групповых распределительных шкафов  с целью уточнения закономерностей формирования электрических нагрузок. Рассматривались потоки однородных  событий, которые различались только моментами появления. Приведены экспериментальные данные, подтверждающие  экспоненциальное распределение интервалов времени между моментами включений ЭП. Предложено оценивать  степень последействия в потоках включений ЭП с помощью нормированных потоков Эрланга. Количественная оценка  последействия в потоках включений ЭП даёт возможность различать потоки включений ЭП при анализе возможных  влияний их на работу электрооборудования предприятий. /All power equipment componemts of electrifi ed facilities, ranging from internal wiring, protection, control, metering  equipment to converter devices, are exposed to the infl uences of the fl ows of switching-on and -off of electrical receivers (ER).  These fl ows are the basis for the formation of electrical loads. The authors point out the notable similarity of the fl uxes of ER  inclusions with the known fl uxes of events described in the theory of probability. It is shown that fl ows of ER inclusions  feture stationarity, ordinariness and the absence of after-eff ect, due to which these fl ows can be considered the simplest ones.The registrams of electrical loads obtained with the help of recording ammeters were processed using the methods of probability  theory and mathematical statistics. The fl ows of switching-on and -off of electric drives at the inputs of electrifi ed objects  and group distribution cabinets were analyzed in order to clarify the formation patterns of electrical loads. The authors considered  fl ows of homogeneous events that diff ered only in the moments of their occurrence. Their paper contains experimental data that  confi rm the exponential distribution of time intervals between the moments of switching on the electric drive. It is proposed to  estimate the degree of after-eff ect in the fl ows of ER switching-on using normalized Ehrlang fl ows. A quantitative assessment  of the after-eff ect in the fl ows of ER switching-on makes it possible to distinguish these fl ows when analyzing their possible  infl uences on the operation of the electrical equipment used in enterprises.
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